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PROPOSED CODE CHANGE (Check One)

|:| Change to read as follows |Z|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

E3404.5 Protection of equipment. Unless identified for use in the operating environment, no conductors or
equipment shall be located in damp or wet locations; where exposed to gases, fumes, vapors, liquids, or other agents
that have a deteriorating effect on the conductors or equipment; or where exposed to excessive temperatures.
Equipment not identified for outdoor use and equipment identified only for indoor use, such as “dry locations,”
“indoor use only” “damp locations,” or enclosure Type 1, 2, 5, 12, 12K and/or 13, shall be protected against
permanent damage from the weather during building construction.

REASON AND FISCAL IMPACT

The added text was extracted from the 2008 National Electrical Code.

REVIEW RECOMMENDATION

Approve
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Approve as amended
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